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(See Section 2002.8 of 'Engineering
Design Criteria' for exceptions and
additional informantion)

ASSEMBLY INCLUDES

3-WAY FIRE HYDRANT

150 mm (6") CONNECTING PIECE

150 mm (6") 90° BEND

150 mm (©'") MJ GATE VALVE

150 mm (©") VALVE & HYDRANT TEE
VALVE BOX

ME TRIC UNITS ARE IN MM WITH ENGLISH UNITS IN PARENTHESIS, UNLESS INDICATED O THERWISE.
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